
01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

1.8a

1"

2"

B

ACOUSTICAL CEILING SUSPENDED
FROM JOISTS

A-521

7

A-531

5

A-531

4

1-HR RATED SHAFT WALL ASSEMBLY

2-HR RATED SFRM @ BEAM

5/8" GYPSUM ROOF SUBSTRATE BOARD

TAPERED INSULATION W/ 1/2" COVER BOARD

TPO ROOF MEMBRANE

EXISTING LIMESTONE BELT COURSE

INFILL @ EXISTING WINDOW

958' - 2"

T.O. STEEL

1-HR RATED SFRM @ JOISTS & MTL DECK

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

1.D.1 6

R-19 BATT INSULATION

5/8" EXTERIOR SHEATHING
W/ FLUID-APPLIED AIR

BARRIER

 EXTERIOR FINISH SYSTEM
ON 2-1/2" R-9.5 MEPS

INSULATION

TAPERED INSULATION
W/ 1/2" COVER BD

ROOF  MEMBRANE

6" CONTINUOUS
BOTTOM TRACK

CONTINUOUS RECESSED LED LIGHT

LINEAR SLOT DIFFUSER, RE: MECH.

A-521

1

A-521

2

T.O. FRAMING

1/4" / 1'-0"

6 7/8" 2' - 6"

3 5/8" STUDS @ 16" O.C., BRACED BACK TO
EXTERIOR STUDS @ EACH STUD.  PROVIDE
CALCULATIONS.

5/8" ROOF SUBSTRATE BD

6" 16 GA. STUDS MIN
@ 16" O.C.

BEAM W/ 2-HR RATED SFRM.
RE: A-004 - A-006.

2-HR SFRM @ BEAM.  RE: A-004 - A-006.

GYP BD ON SUSPENSION SYSTEM, DEDUCT 1A

5/8" GYPSUM ROOF SUBSTRATE BD

TAPERED INSUL W/ 1/2" COVER BD

TPO MEMBRANE

PRE-FIN GUTTER

PRE-FIN DOWNSPOUT
W/ SHT MTL SPLASH PAN

B.O. SOFFIT

T.O. STEEL

1-HR SFRM @ JOISTS & MTL DECK

LOBBY CEILING

1/2" GYP BD LAMINATED TO 5/8" GYP BD TO
ABOVE CEILING

958' - 2"

T.O. STEEL

MAINTAIN SMOKE-RESISTANT BARRIER

5/8" GLASS MAT GYP BD

1' - 6"

ART SCULPTURE, DEDUCT 1A

A-531

16

969' - 2 1/2"

955' - 8"

B.O. DIFFUSER

LIGHT FIXTURE, RE: ELEC

PRE-FIN MTL FLASHING

5/8" EXT SHEATHING W/
AIR BARRIER

MEMBRANE ROOFING

1 1/2" POLYISO INSUL
ON Z-FURRING

5/8" ROOF SUBSTRATE BD

MEMBRANE FLASHING

969' - 5 1/2"

DEDUCT 7:

REDUCE AREA AND VOLUME OF LOBBY.

966' - 6"

EQUIPMENT BY OWNER, RE: I-112.
PROVIDE BLOCKING IN WALL.

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

1.F

2
' -

 8
 3

/8
"

6
' -

 0
"

2

EXISTING CONCRETE BEAM

ACOUSTICAL PANEL CEILING

EXISTING
AREA WAY

A-521

8

5/8" ROOF SUBSTRATE BOARD

TAPERED INSULATION W/ COVER BOARD

ROOF MEMBRANE

FILLER ENCLOSURE PANEL

CASEWORK

WALL TYPE PER PLAN

2-HR RATED SFRM @ BEAM

1-HR RATED SFRM @ JOISTS
& MTL DECK

TOPPING SLAB AS REQ'D TO ACHIEVE FLUSH
FINISH SLAB W/ EXISTING AND NEW SLABS AT
AREAS WHERE WALL IS REMOVED.

SLAB PER STRUCTURAL

1
0

"

1
 3

/4
"

4 1/2"

EX
IS

T 
A

N
C

H
O

R
 H

T
1

1
 1

/8
"

F
.V

.

1

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

GYP BD SOFFIT ON SUSPENSION
SYSTEM.  SUSPEND CEILING FROM B.O.
JOIST CEILING EXTENSION

D

SLOT DIFFUSER, RE: MECH.

A-521

2
Sim

ALUM COLUMN COVER W/ REVEALS
OVER COLUMN W/ 2-HR SFRM

954' - 8"

3 5/8" STUDS @ 16" O.C. BRACED BACK
TO EXTERIOR STUDS W/ 3 5/8" STUDS @
EA STUD.  PROVIDE CALCULATIONS.R-19 BATT INSULATION

5/8" EXTERIOR SHEATHING W/
FLUID-APPLIED AIR BARRIER

 EXTERIOR FINISH SYSTEM
ON 2-1/2" R-9.5 MEPS INSUL

TAPERED INSULATION W/ 1/2
 COVER BOARD

ROOF  MEMBRANE

6" CONTINUOUS BOTTOM
TRACK

5/8" ROOF SUBSTRATE BD

6" 16 GA. STUDS MIN
@ 16" O.C.

ACOUSTICAL PANEL CEILING SUSPENDED
FROM JOISTS

2-HR RATED SFRM @ BEAM.
RE: A-004 - A-006.

2-HR RATED SFRM.  RE: A-004 - A-006.

B.O. SOFFIT

T.O. STEEL

CEILING MOUNTED SIGNAGE,
DEDUCT 1B, TYP

1/2" GYP BD LAMINATED TO 5/8" GYP BD

GRADE BEAM PER S-111,
TYP ALL WALL SECTIONS

6" FREE DRAINING BASE COURSE,
TYP ALL WALL SECTIONS

15 MIL VAPOR BARRIER,
TYP ALL WALL SECTIONS

SLAB PER S-111, TYP ALL WALL SECTIONS

958' - 2"

T.O. STEEL

5/8" GLASS MAT GYPSUM BD

PRE-FIN DOWNSPOUT W/
SHT MTL SPLASH PAN.
RE: 5/A-503 FOR TYP

PENETRATION DETAIL.

B.O. DIFFUSER

955' - 8" F.V.

NOTE:

COORDINATE ALL DUCT CLEARANCES WITH

OTHER CONSTRUCTION ON SOUTH & EAST LOBBY

WALLS TO VERIFY B.O. DIFFUSER ELEVATION IS

CONSISTENT ON BOTH WALLS.

PROVIDE SUPPORT FROM STRUCTURE
FOR CLNG MNTD TV

1' - 2 1/4"6"
PRE-FIN MTL FLASHING

MEMBRANE FLASHING OVER
SUBSTRATE BOARD, POLYISO
INSULATION, AND EXTERIOR

SHEATHING ON Z-FURRING

DEDUCT 7:

REDUCE AREA AND VOLUME OF LOBBY.

CONTINUE ROOF & FRAMING WEST OF

GRID LINE "D".

969' - 2 1/2"

A-521

1
Sim

965' - 6"

LOBBY SOFFIT
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1

REFERENCED FROM /  3/4" = 1'-0"1 A-103 4
SECTION THROUGH VAU WORK ROOM EAST WALL

REFERENCED FROM /  3/4" = 1'-0"1 A-103 1
SECTION THROUGH LOBBY SOUTH WALL

REFERENCED FROM /  3/4" = 1'-0"2 A-102 2
SECTION THROUGH EXAM ROOM WALL

REFERENCED FROM /  3/4" = 1'-0"1 A-103 3
SECTION THROUGH LOBBY EAST WALL

1/A-103

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

8
' -

 4
"

R1 R2

2
' -

 0
"

1
7

' -
 6

"

A-522

11

A-522

8

A-522

12

A-522

9

A-522

2

A-522

1

T.O. FRAMING

LOBBY CEILING VESTIBULE CEILING

RIGID INSULATION.
TURN UP 2'-0" MIN ALONG SLAB.

PRE-FIN MTL FASCIA

TAPERED INSULATION W/ COVER BOARD

DECORATIVE CMU

REFER TO 2/A-322 FOR

TYPICAL MATERIAL NOTES

PRE-FIN MTL COPING

2-HR RATED SFRM @ BEAMS.
1-HR SFRM @ MTL DECK & JOISTS.

REVOLVING DOOR
FASCIA

8'-2" ALUMINUM SLIDING DOOR

1/2" GYPSUM ROOF BOARD

TPO ROOF MEMBRANE

R3

ULTRA-THERMAL CURTAIN WALL FRAMING W/ INSULATED, LAMINATED GLAZING
BEYOND, GLAZING IN TOP TWO ROWS OF CURTAIN WALL IS SEU-3, RE: 08 80 00
FOR ADDITIONAL GLAZING TYPES

1
9

' -
 6

"

A-521

11
Sim

973' - 6"

BUG LIGHT

SLIDING DOOR BEYOND

REVOLVING DOOR DRUM

WHEEL CHAIR STORAGE PARTITION
RE: A-532

AIR CURTAIN

BUG LIGHT BEYOND

ROOF DRAIN BEYOND, EXTEND TO STORM LINE THRU COLUMN
COVER

966' - 6"

REFER TO 1/A-328

FOR DEDUCT 5

SECTION CUT THRU
MULLION OF CURTAIN WALL

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

R2

A-522

4

A-522

9
Sim

3 5/8" DECORATIVE MASONRY UNIT

2' - 0"

8" 16 GA.. @ 12" O.C. STUDS, MIN

5 1/2" R-19 BATT INSUL

2
' -

 0
"

5
' -

 1
0
"

3
' -

 1
 1

/4
"

5
' -

 9
 1

/2
"

1
' -

 9
 1

/4
"

1
' -

 0
"

1
' -

 0
"

965' - 6"

T.O. MASONRY OPENING

T.O. STEEL

3 5/8" DECORATIVE MASONRY

PRE-FIN MTL COPING

5/8" SHEATHING

1 1/2" POLYISO RIGID INSULATION, W/ LTTR R-206
WEATHER BARRIER

2-HR RATED SFRM @ BEAMS

5/8" GYPSUM ROOF BOARD

TAPERED INSULATION W/
COVER BOARD

TPO ROOF MEMBRANE

ULTRA THERMAL CURTAIN WALL SYSTEM W/
INSULATED LAMINATED GLAZING

973' - 6"

T.O. FRAMING

COLUMN COVER OVER COLUMN W/ 2-HR RATED
SFRM.  JOINTS TO ALIGN W/ CURTAIN WALL
MULLIONS WHERE SHOWN.

RIGID INSULATION.  TURN UP 2'-0" MIN
ALONG SLAB.

RADIATOR.  RE: MECHANICAL.

WHERE LIGHT SCONCES AND SIGNAGE ARE
SCHEDULED TO BE INSTALLED ON COLUMN
COVERS, MANUFACTURER TO PROVIDE

RECESSED, FLAT AREA W/SUPPORT TO MOUNT
FIXTURE. COORD. HEIGHT W/ARCHITECT

A-521

11
Sim

969' - 2 1/2"
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1

REFERENCED FROM /  3/4" = 1'-0"1 A-103 1
SECTION THROUGH VESTIBULE

REFERENCED FROM /  3/4" = 1'-0"1 A-103 2
SECTION THROUGH CURTAIN WALL

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

2

A-301

1.111.10a
1

A-323

E

C
L
R

 B
E

L
O

W
 H

O
IS

T
 B

E
A

M

1
4
' -

 5
"

1
1
' -

 6
 1

/2
"

1
2
' -

 0
"

4
' -

 0
"

A-523

4

A-523

5

A-523

6

A-523

5
Sim

A-523

6
Sim

PERFORATED DRAIN TILE.  SLOPE TO DRAIN.

AGGREGATE BED WITHIN FILTER FABRIC

FILTER FABRIC

COMPOSITE
DRAINAGE PANEL

MEMBRANE
WATERPROOFING

ELEV.

E-24

LOBBY

M1-305

CORRIDOR

C3-31

5/8" GYPSUM ROOF BOARD

TAPERED INSULATION

TPO ROOF MEMBRANE

MEMBRANE FLASHING IN BONDING ADHESIVE, 1/2" ROOF SUBSTRATE
BOARD, LTTR-9 MIN POLYISO INSUL IN 1 1/2" 18GA Z-FURRING @ 16" O.C.,
5/8" EXTERIOR SHEATHING W/ AIR BARRIER

1/2" COVER BOARD & 4" RIGID INSULATION OVER 5/8" GYPSUM
ROOF BOARD ON SLOPED STRUCTURE

PRE-FIN METAL COPING

T.O. FRAMING - WEST

1-HR RATED SFRM @
JOISTS & ROOF DECK

2-HR RATED SFRM @
FLOOR JOISTS & MTL DECK

2-HR RATED SFRM @
FLOOR JOISTS & MTL DECK

942' - 0"

B.O. PIT

B.O. LIFT BEAM

LIFT BEAM, COORD W/ ELEVATOR MFR

TELESCOPING JACKS

RAILS

A-523

3

A-523

9

986' - 0 1/2"

987' - 0"

T.O. MASONRY

T.O. JOIST BEARING

8' - 0" A.F.F.

8' - 0" A.F.F.

8' - 0" A.F.F.

969' - 2 1/2"

T.O. STEEL

T.O. STEEL &

985' - 7"

A-521

6
Sim

ELEVATOR PIT LADDER, 1 EA ELEVATOR.  EXTEND SIDE RAILS 48" ABOVE
1ST FLOOR LINE.  PIT LADDERS TO BE 16" CLR WIDE, W #8 SMOOTH REINF.
BARS @ 12" O.C. VERT. WELDED TO 3" x 3/4" x HT OF LADDER SIDERAILS.

ANCHOR LADDER TO RAIL & PIT FLOOR W/ PR 4" x 3/4" x 12" BENT PLATES
@ EA LOCATION.  HOLD LADDERS OFF WALL 7".

983' - 11 1/2"

DEDUCT 3:

OMIT ELEVATORS.  INFILL SHAFT WALL &

LOBBY WALLS.  INSTALL TIL-5.  PROVIDE

INFRASTRUCTURE FOR FUTURE ELEVATORS.

985' - 5"T.O. JOIST BEARING - WEST:

A-521

3
Sim

ROOF LEVEL @ DEDUCT 4

CONTINUES SOUTH TO BLDG 1

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1

A-301

1.E.21.D.26 49 2

A-323

2

A-531

A-523

1

PERFORATED DRAIN TILE.  SLOPE TO DRAIN.

AGGREGATE BED WITHIN FILTER FABRIC

FILTER FABRIC

COMPOSITE DRAINAGE PANEL OVER MEMBRANE
WATERPROOFING, TYP ALL 4 SIDES OF ELEV PIT

TAPERED INSULATION

5/8" GYPSUM ROOF BOARD

TPO ROOF MEMBRANE

PRE-FIN METAL COPING

EXTERIOR FINISH SYSTEM OVER 2 1/2" EPS INSULATION

CONCRETE MASONRY UNIT SHAFT WALL

2-HR RATED SFRM @ BEAM, JOISTS, &
ROOF DECK

ELEV.

E-23

5

942' - 0"

B.O. PIT

987' - 0"

T.O. MASONRY

SUMP PIT W/ STEEL GRATE ATOP AND FOUNDATION DRAIN,
BEYOND.  COORDINATE FINAL LOCATION & SIZE W/ ELEV MFR.

GRATE IS TO HAVE 1 x 3/16" BEARING BARS & BE SET ON

PERIMETER ANGLES INSET 3" FROM EDGE OF CONC.

EXISTING BASEMENT WALL

COMPACTED FILL

SLAB PER STRUCTURAL

STRUCTURAL SUPPORT FOR BRACKETS & RAILS,
COORD W/ ELEVATOR MANUF

TELESCOPING JACKS

GYP BD ON BOTTOM OF JOISTS FOR 1-HR RATED ROOF/CEILING ASSEMBLY

LIFT BEAM

A-523

3
Sim

AIR BARRIER

A-521

6
Sim

ROOF LEVEL @ DEDUCT 4 CONTINUES EAST

TO BLDG 1

LIGHTS @ TOP & BOTTOM OF HOISTWAY

ELEV.

E-24

PROVIDE TWO 2-1/2" x 4" WIRE DUCTS FOR
ELEVATOR WIRING, AND TWO 4"Ø PVC PIPES
FOR HYDRAULIC LINES.  FIRESTOP WALL

PENETRATIONS.

ELEVATOR MACHINE

ROOM

M1-371

LADDER

A-521

3

A-521

6
Sim

A-521

3
Sim

Drawing Title

Approved: Kathleen R. Fogarty, Medical Center Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.             of

ENGINEERS & CONSULTANTS: ARCHITECT:

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

4801 LINWOOD BLVD, KANSAS CITY, MO 64128
InSite Group, Inc.

1950 NW Copper Oaks Cr
Blue Springs, MO 64015

816.228.3377

STRUCTURAL

Leigh & O'Kane

9201 Ward Parkway, Suite 301
Kansas City, MO 64114

816.444.3144

CIVIL

SK Design Group, Inc.

4600 College Blvd, Suite 100
Overland Park, KS 66211

913.451.1818

FIRE PROTECTION & LIFE SAFETY

FSC, Inc.

9225 Indian Creek Pkwy, Ste 300
Overland Park, KS 66210

913.722.3473

ASBESTOS ABATEMENT

Terracon

13910 W 96th Terrace
Lenexa, KS 66215

913.492.7777

COMMISSIONING

Pro Balance, Inc.

5411 West 40 Highway
Blue Springs, MO 64015

816.228.7800

Wellner Architects, Inc.

802 Broadway Blvd, 4th Floor
Kansas City, MO 64105

816.221.0017

MECHANICAL, ELECTRICAL,

PLUMBING, TELECOM, SECURITY

4
/1

4
/2

0
1
6
 4

:1
8
:5

2
 P

M

A-323

WALL SECTIONS CONSTRUCT OEF/OIF AND
SPECIALTY CARE ADDITION

MJS LMD15 April 2016

589-CA3-472

97 188

SOLICITATION FOR CONSTRUCTION PROPOSAL DOCUMENTS

Office of Construction
and Facilities
Management

1

REFERENCED FROM /  1/2" = 1'-0"2 A-102 2
E/W SECTION THROUGH ELEVATOR CORE REFERENCED FROM /  1/2" = 1'-0"2 A-102 1

N/S SECTION THROUGH ELEVATOR CORE

DEDUCT 4:

OMIT ELEVATOR CORE, 2ND & 3RD FLOORS.

ELIMINATES WORK SHOWN ON 2ND & 3RD FLOORS.

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

954' - 8"

B.O. Balcony

A-531

11

Lobby Finish Clng

A-521

4

GLASS GUARDRAIL

MTL STUD & GYP BD SOFFIT,
BRACE TO STRUCTURE @
48" O.C. MAX

2 HR SFRM ON BEAMS,
JOISTS & DECK
 RE: A-004 - A-006.

SUSPENDED GYP BD CEILING

T.O. Framing

1
1

' -
 6

 1
/2

"
1

1
' -

 6
 1

/2
"

1
2

' -
 0

"

PRE-FIN MTL COPING

EXTERIOR FINISH SYSTEM
ON 2 1/2" R-9.5 MEPS
INSULATION

TPO ROOF MEMBRANE OVER TAPERED INSULATION W/
COVER BD OVER 5/8" GYPSUM ROOF SUBSTRATE BD

4
' -

 0
"

CORNER OF LOBBY WALL
AT 2ND FLOOR

5/8" GLASSMAT GYP BD

6" 16 GA. MIN STUDS
@ 16" O.C MAX

R19 BATT INSULATION

5/8" EXT. SHEETING W/
FLUID-APPLIED AIR BARRIER

LIGHTNING PROTECTION SYSTEM, RE: ES101

2-HR SFRM
AT FLOOR

1-HR SFRM
AT ROOF

987' - 0"

T.O. STEEL &

WHERE PARAPET HEIGHT ABOVE ROOF MEMBRANE
EXCEEDS 36", PROVIDE 2-PIECE PARAPET MEMBRANE
FLASHING W/ HIGHER PIECE OVERLAPPING LOWER PIECE.

A-521

11
Sim

A-522

10
Sim

PRE-FIN SHT MTL
FLASHING

MEMBRANE FLASHING

1/2" EXT SHEATHING

1 1/2" POLYISO INSUL
IN Z-FURRING

6
' -

 0
"

966' - 6"

DEFLECTION CLIP FROM EDGE ANGLE TO STUDS

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1.E.2

COLUMN COVER W/ REVEALS

4

3-HR SFRM @ COLUMNS SUPPORTING
FLOORS

2-HR SFRM @ BEAMS, JOISTS & DECK
@ FLOORS

2-HR SFRM @ BEAMS, JOISTS,
& DECK @ FLOORS

RE: 3/ A-321 FOR TYP SLAB & SUBGRADE

DOWEL NEW SLABE TO EXIST
WALL, RE: 8/S-301. PATCH TO WALL &
EXISTING SLAB FOR NEW FINISH

2 HR SFRM AT BEAMS

1 HR SFRM @ JOISTS & DECK @ ROOF

TPO ROOF & TAPERED INSULATION

C2-31

CORRIDOR

CORRIDOR

C3-31

B

B

T.O. Steel &

FIRE EXTINGUISHER AND CABINET

PERIMETER CEILING TRIM @
CEILING TRANSITION

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1.F 2

966' - 10"

A-521

5

2 HR SFRM AT FLOORS

EXPANSION JOINT IN WALL

CORRIDOR CEILING

C2-31.2

C2-31.1

CORRIDOR CEILING

2 INCH, 2 HR RATED FLOOR
EXPANSION JOINT

2 INCH, 2-HR RATED
FLOOR EXPANSION
JOINT

2-HR RATED SOFFIT.
CONSTR THAT OF WALL
TYPE 08CS.

CORRIDOR

C3-31

C2-31

CORRIDOR

EXPANSION JOINT IN WALL

B

B

2 INCH EXPANSION JOINT
IN CEILING

2 INCH EXPANSION JOINT
IN CEILING

T.O. Steel &

1 HR SFRM @ ROOF

2 HR SFRM @ FLOOR

1

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

04 Fourth Floor
981' - 1"

1.11

3

A-324

G

981' - 2 1/2"

A-523

7

A-523

8

DINING HALL

MB-300

CORRIDOR

C3-31

TELE-HEALTH

M1-309

PRE-FIN GUTTER AND DOWNSPOUT.  RE:
5/A-503 FOR PENETRATION THRU WALL DTL.

2-HR RATED SFRM @ BEAMS

2-HR RATED SFRM @ BEAMS, JOISTS,
& DECK OF FLOORS

2-HR RATED SFRM @ BEAMS, FLOOR
JOISTS, & MTL DECK

TAPERED INSULATION W/ COVERBOARD

5/8" GYPSUM ROOF SUBSTRATE BOARD

TPO ROOF MEMBRANE

HOLLOW METAL ROOF ACCESS
DOOR & FRAME.

T.O. FRAMING - WEST

T.O. FRAMING - EAST

T.O. MTL DECK

A-522

10

CORNER GUARD, TYP.

5/8" GLASS MAT GYP BD

6" 16 GA (MIN) STUD @ 16 " O.C. MAX

5/8" EXT. SHEETING W/
FLUID-APPLIED AIR BARRIER

R+ 19 BATT INSULATION

EXTERIOR FINISH SYSTEM ON
2 1/2" MEPS INSULATION

1- HR SFRM @ ROOF JOISTS & DECK

ROOF SYSTEM,PER VA-324

C2-31.2

A-521

2
Sim

1/4" / 1'-0"

981' - 6"

T.O. STEEL &

982' - 5"

ROOF ELEVATION @ DEDUCT 4.

OMIT WORK ON 2ND & 3RD FLOORS.
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1

REFERENCED FROM /  1/2" = 1'-0"1 A-103 1
SECTION THRU LOBBY OVERLOOK @ 45 DEGREES

REFERENCED FROM /  1/2" = 1'-0"1 A-103 2
SECTION THRU CONNECTION TO EXIST. BLDG 1

REFERENCED FROM /  1/2" = 1'-0"1 A-103 3
SECTION THRU CONNECTION AT EXISTING BLDG 1

REFERENCED FROM /  1/2" = 1'-0"2 A-102 4
SECTION THROUGH CORRIDOR TO BUILDING 1

C3-31

CORRIDOR

E2

BEYOND

E3

BEYOND

DEDUCT 4:

OMIT ELEVATOR CORE AND 2ND & 3RD FLOORS.

ELIMINATES WORK ON 2ND AND 3RD FLOORS SHOWN ON THIS SHEET.

No. Description Date



01 First Floor
946' - 0"

HG

A-521

10

A-521

11

961' - 0"

954' - 8"

948' - 8"

WINDOW SILL

WINDOW HEAD

T.O. MASONRY & FRAMING

A-521

9

8
"

1
' -

 0
"

1
' -

 0
"

1
' -

 0
"

1
' -

 0
"

1
' -

 0
"

8
"

6
' -

 0
"

8
"

1
' -

 0
"

1
' -

 0
"

1
' -

 0
"

958' - 2"

T.O. STEEL

TYP FIN GRADE

945' - 4"

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

13

954' - 8"

B.O. SOFFIT

A-532

2

LOBBY CEILING

EIFS.  REFER TO 1/A-321 FOR NOTES.

SFRM @ BEAM, JOISTS, & MTL DECK

COUNTER SHUTTER HEAD & WALL MOUNTED TRACK

8 1/2" 8 1/4"

WALL-MOUNTED MONITOR & SUPPORT BRACKET
PROVIDED BY OWNER.

ACOUSTIC CEILING PANEL,
EXTEND TO BLDG 26 IN DEDUCT 6

NON-RICHOCHET BULLET RESISTANT (LEVEL 3)
DEAL TRAY IN COUNTER

ELECTRONIC BULLET RESISTANT (LEVEL 3) SPEAKER

SOLID SURFACE COUNTER

BASE AS SCHEDULED

BULLET RESISTANT (LEVEL 3) GLASS AND METAL
FRAME

WALL TYPER PER PLAN

FINISH FACE OF LOWER COUNTER SIDE PANEL
BEYOND

CEILING MOUNTED SIGNAGE, DEDUCT 1B

A-522

10
Sim

CROSS BRACING, RE: STRUCTURAL

SOFFIT BEYOND

969' - 2 1/2"

T.O. STEEL

958' - 2"

T.O. STEEL

STEEL LINTEL PER 14/S-002

CMU SOAPS EA SIDE

PER MANUF

PRE-FIN MTL FLASHING

MEMBRANE FLASHING OVER SUBSTRATE
BOARD, POLYISO INSULATION, EXTERIOR

SHEATHING, AND Z-FURRING

REFER TO 1/A-321 FOR TYP WALL

CONSTRUCTION NOTES

A-521

6
Sim

966' - 6"

DEDUCT 7:

REDUCE AREA AND VOLUME OF LOBBY.

CONTINUE ROOF & FRAMING AT THIS

ELEVATION SOUTH OF GRID LINE 13.

DEFLECTION CLIP

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

26.H 16

2"

1"

1-HR SHAFT WALL
CONSTRUCTION

2 HR SFRM @ BEAM,
1 HR JOISTS, & MTL

DECK.  RE: A-004 - A-

006.

A-522

7

958' - 2"

T.O. STEEL

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

Q

BEAM W/ 2-HR RATED SFRM, TYP

2-HOUR RATED SFRM @ BEAM

LOBBY FINISH CEILING

DECORATIVE CMU

CROSS-BRACING, RE: STRUCT

SOFFIT BEYOND

T.O. STEEL

DEFLECTION CLIP

CROSS-BRACING, RE: STRUCT

945' - 0"

T.O. GRADE BEAM

3
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EXTERIOR WALL CONSTRUCTION PER 2/A-322

ROOFING & INSULATION PER SECTIONS ON A-321

MASONRY ANCHOR, EA COURSE

973' - 6"

T.O. MASONRY & FRAMINGA-521

11
Sim

966' - 6"
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1

REFERENCED FROM /  3/4" = 1'-0"1 A-103 1
SECTION THRU EAST WALL

REFERENCED FROM /  3/4" = 1'-0"1 A-103 2
SECTION THRU LOBBY SOUTH WALL

REFERENCED FROM /  3/4" = 1'-0"1 A-103 3
SECTION @ BLDG 26

REFERENCED FROM /  3/4" = 1'-0"1 A-103 4
SECTION @ WEST LOBBY WALL

DEDUCT 7:

REDUCE HEIGHT OF LOBBY.  TOP OF

FRAMING & MASONRY BECOMES 961'-0".

DEDUCT 6:

OMIT POLICE RELOCATION.  EXTEND

WAITING ROOM FINISHES INTO AREA.

No. Description Date



01 First Floor
946' - 0"

8
' -

 8
" 

 T
.O

. 
B

E
A

M
 @

 E
A

S
T

8
' -

 1
0
 1

/2
" 

 T
.O

. 
B

E
A

M
 @

 W
E

S
T

MTL DECK.  PAINT.  PROVIDE
EXPANDABLE CLOSURES AT VOIDS
BTWN ROOF DECK & SUPPORTS.

FIBERGLASS SANDWICH PANEL SKYLIGHTA-326

6

A-326

5

T.O. STEEL

NOTE: ALL FRAMING ANGLES &

BENT PLATES ARE TO BE PAINTED.

4" DEEP INFILL OF
SALVAGED

LANDSCAPING

ROCK

6" STEEL EDGING
W/STEEL STAKES

1' - 6"

1' - 6"

954' - 10 1/2"

BENT PLATE, MAINTAIN
1/4" PER FOOT

PRE-FINISHED SHTL MTL
ROOF EDGE W/ CLEAT

1' - 0"

1/2" GYP ROOF SUBSTRATE
BOARD

ROOF DECK

STRUCTURE SLOPES 1/4" / 1'-0"

4'-0" X 6'-0" SKLYLIGHT OF FIBERGLASS SANDWICH PANELS

ANGLE FRAME

CURB BUILT UP OF 2X4 & 2X6

MEMBRANE ROOFING.  EXTEND UP, OVER, AND DOWN INSIDE FACE OF CURB.

2
"

8
"

PRE-FIN GUTTER &
DOWNSPOUT

BENT PLATE.  MAINTAIN
1/4"/FT SLOPE

PRE-FINISHED SHTL MTL
ROOF EDGE W/ CLEAT

1/2" GYP ROOF SUBSTRATE BD

ROOF DECK

4'-0" X 6'-0" SKLYLIGHT OF FIBERGLASS SANDWICH PANELS

CURB BUILT UP OF 2x4 & 2x6

MEMBRANE ROOFING.  EXTEND UP, OVER, AND DOWN INSIDE FACE OF CURB.

ANGLE FRAME

1' - 0"

HSS COLUMN, RE: STRUCTRAL

SHT MTL, PAINT TO
MATCH STRUCTURE

RIGID INSUL CRICKET W/ COVER BD

20' LONG FIBERGLASS SANDWICH PANELS

HSS, RE: STRUCT.  ALL OPEN ENDS TO HAVE CLOSURE PIECE.
PAINT.

EXTERIOR LIGHT FIXTURE, RE: EL113

BOLLARDS.  RE: CIVIL

R5 R4R6

VARIES

PVC CONDUIT BELOW GRADE,
RE: EP103

T.O. CONC PIERS VARIES, RE: S-111.  CHAMFER EDGES.

6" STEEL EDGING W/ STEEL STAKES

1' - 6"

4" DEEP INFILL OF SALVAGED LANDSCAPING ROCK

NOTE:

ALL FRAMING ANGLES & BENT

PLATES ARE TO BE PAINTED.

A-326

3

A-326

4

R4

FACTORY-INSTALLED HOLD-DOWN
TUBE, BY PANEL MANUF

#14X1 RH SCREWS, 2 PER TUBE,
BY PANEL MANUF

BENT PLATE BY PANEL MANUF

B7 = HSS 8x4x3/8"

1' - 4"

EDGE CAP W/ DRIP, BY PANEL MANUF

R6

#14X3/4 RH SCREW @ 12" O.C.

FOAM SEALANT

SANDWICH PANEL

SHIM AS NEEDED

B7, PAINT

B9 BEYOND W/FINISHED
END, PAINT

PRE-FIN SHEET MTL TO MATCH
SANDWICH PANEL FRAME,

OVERLAP B7 3"

SEALANT

2 1/2"
20'-0" PANEL DIMENSION
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1

REFERENCED FROM /  3/4" = 1'-0"1 A-107 2
SECTION THROUGH WALKWAY CANOPY

REFERENCED FROM /  1 1/2" = 1'-0"2 A-326 6
DETAIL @ SKYLIGHT EAST CURB

REFERENCED FROM /  1 1/2" = 1'-0"1 A-107 5
DETAIL @ SKYLIGHT WEST CURB

REFERENCED FROM /  3/4" = 1'-0"1 A-107 1
SECTION THROUGH DRIVE CANOPY

REFERENCED FROM /  3" = 1'-0"1 A-107 3
LOW DRIVE CANOPY EDGE DETAIL

REFERENCED FROM /  3" = 1'-0"1 A-107 4
HIGH DRIVE CANOPY EDGE DETAIL

DEDUCT 2A:

OMIT DROP-OFF & WALKWAY CANOPIES,

ELIMINATES CANOPIES SHOWN ON THIS SHEET.

No. Description Date



02 Second Floor
958' - 0"

26.8

A-327

4

A-327

2

EXIST WT 4x8.5

8"W x 1" PRE-FIN SOFFIT PANELS ATTACHED TO A GRILLAGE OF
1 1/2" 16GA COLD-ROLLED CHANNELS @ 24" O.C. & 7/8"
16GA HAT CHANNELS @ 8" O.C.  SUPPORT GRILLACE FROM

EXISTING SPACE FRAME SO THAT B.O. COLD-ROLLED
CHANNELS ALIGN W/ B.O. WT4x8.5'S.

EXISTING VESTIBULE ENCLOSURE

EXIST STANDING SEAM ROOF.  CUT BACK WHERE CANOPY IS REMOVED.
MODIFY EDGE FOR NEW GUTTERS & FASCIA.

A-327

3

APPROX LOCATION OF ALUM BOX
SIGN.  COORD W/ SIGN CONTRACTOR.

PRE-FIN SOFFIT PANELS OVER PRESERV.
TREATED PLYWOOD SHEATHING

NOTE:
GRIND OFF/REMOVE RUST FROM EXISTING SPACE FRAME & CANOPY DECK SUPPORTS.
APPLY 1 COAT OF RUST-INHIBITIVE METAL PRIMER.

PROVIDE VENTILATED PANELS @ TOP &
BOTTOM OF SOFFIT

EXIST W6x8.5

EXIST 10"x10"x5/16" TUBE

HSS ON BASE PLATES ADDED TO SUPPORT
HIGH ROOF FROM SPACE FRAME

ANGLE WELDED TO HSS & BOLTED TO
C-SHAPE FRAMING

EXIST C-SHAPE FRAMING

EXISTING DECK.  CUT BACK WHERE CANOPY IS REMOVED.

26.D 26.E 26.F26.D.1 26.E.1

1

A-327

945' - 4"

958' - 11"

BLDG 26 FIRST FLOOR

T.O. EXISTING PERIMETER CHANNEL

NEW BOLLARDS.  RE: CIVIL

RE-INSTALL 18'-4"L X 2'-3"H ILLUMINATED ALUM BOX SIGN.
MOUNT BELOW GUTTER.  SECURE TO PERIMETER C8x11.5.

EQ EQ

WHERE CANOPY IS REMOVED, REMOVE FLASHING FROM
HIGH ROOF TO BLDG 26 WALL; CLEAN & PATCH BRICK.

PRE-FIN GUTTER

PRE-FIN SOFFIT PANELS

DOWNSPOUTS DAYLIGHT AT CURB

DOWNSPOUTS, TYP 2

EXISTING STANDING SEAM ROOF

EXISTING REVOLVING DOOR

PROVIDE HSS & ANGLE SUPPORTS TO SUPPORT HIGH ROOF DECK BEFORE
REMOVING CANOPY STRUCTURE WEST & SOUTH OF SPACE FRAME.
MATCH EXISTING SUPPORTS ALONG NORTH SIDE.

26.7 26.8

961' - 3"

APPROX. B.O. DECK @ WALL

945' - 4"

BLDG 26 1ST FLOOR

958' - 11"

T.O. EXISTING PERIMETER CHANNEL

PRE-FIN SOFFIT PANELS

955' - 3"

VESTIBULE ROOF

EXTEND DOWNSPOUTS UNDER
SOFFIT TO WEST WALL OF VESTIBULE

EXISTING VESTIBULE BUILT UNDER
SPACE FRAME

MODIFY SIDEWALK FOR DOWNSPOUT DRAIN
TO DAYLIGHT AT CURB.  DRAIN COVER TO BE
FLUSH W/ SIDEWALK.

6

A-327

26.8

1 1/2" 16 GA. COLD ROLLED
CHANNELS @ 24" O.C.  SUSPEND
FROM EXIST SPACE FRAME.

BOTTOM OF CHANNELS =
BOTTOM OF EXISTING WT 4x8.5.

EXISTING 10x10x5/16" COLUMN
BEYOND

7/8" 16 GA. HAT
CHANNELS @ 24" O.C.

1" X 8" PRE-FIN SOFFIT PANELS.
INSTALL VENTILATED PANELS @
TOP AND BOTTOM OF SOFFIT.

EXIST VESTIBULE ROOF DECK,
FRAMING, & STANDING SEAM
ROOF

ATTACH J-TRIM TO ROOF BTWN
STANDING SEAM RIBS.  SET IN FULL
BED OF SEALANT.  BEND FREE LEG

OF J-TRIM TO BE PARALLEL W/
SOFFIT J-TRIM.

BACKER ROD & SEALANT

VENTILATED SOFFIT PANEL

SHT MTL CLOSURE W/ DRIP.  FINISH TO
MATCH SOFFIT PANELS.

J TRIM W/ WEEP

EXISTING PERIMETER CHANNEL

1/2" PRESERV. TREATED PLYWOOD
W/ FLUID-APPLIED WATER
RESISTIVE BARRIER

CONT HAT CHANNELS

NON-CURING BUTYL TAPE @ EA
ANCHOR

8" CONCEALED FASTENER SOFFIT PANELS

REMOVE ALUM GUTTER

5 PRS OF 4"x4"x1/4"x4'L ANGLES @ 6'-0"
O.C. FOR 18'-0" LONG FOR EXTERIOR SIGN
SUPPORT.  BOLT THRU C8x11.5.

COORDINATE W/ SIGN CONTRACTOR.
CENTER SUPPORTS IN WEST ELEVATION.
SEAL PENETRATIONS THRU SOFFIT PANELS.

EXISTING HSS & BASE PLATE SUPPORT
FOR HIGH ROOF

J TRIM

CUT BACK/MODIFY STANDING SEAM ROOF TO ALLOW
FOR NEW EDGE FLASHING

SLIDE PRE-FIN FLASHING UNDER EXISTING MTL ROOF &
OVERLAP DECK 6".  MECHANICALLY FASTEN THRU ROOF
W/ NEOPRENE WASHERS.

5" X 5" GUTTER

PRESERV TREATED BLOCKING & SHIM

8" L FASCIA W/ CONT. CLEAT.
OVERLAP SOFFIT PANEL 1" MIN.

LINE OF DOWNSPOUT BEYOND

SEALANT

3"x3"x1/4"x4"L ANGLE FOR SIGN SUPPORT.
CLIP TO HSS SUPPORT @ 3 LOCATIONS.

LINE OF ALUM  BOX SIGN

EXIST DECK

EXIST C-SHAPED FRAMING

EXIST ANGLE & HSS SUPPORT

PRESERV-TREATED BLOCKING
@ TOP, BOTTOM, & MIDPOINT

BTWN HSS SUPPORTS

1/2" PRESERV-TREATED EXT
PLYWOOD W/ FLUID-APPLIED

WATER-RESISTIVE BARRIER

8"

SEALANT

4"x4" SHT MTL ANGLE, ANCHOR TO BLDG 25 WALL THRU FULL
BED OF SEALANT.  FINISH TO MATCH SOFFIT PANELS.

HOLD SOFFIT PANELS 2" OFF FACE OF WALL

LINE OF CONT. HAT CHANNELS

1/2" PRESERV-TREATED EXT. PLYWOOD W/ FLUID-APPLIED
WATER RESISTIVE BARRIER

LINE OF BLOCKING

HSS SUPPORT OF HIGH ROOF (EXISTING ALONG
NORTH SIDE, NEW ALONG SOUTH SIDE)

LINE OF EXISTING PERIMETER C8x11.5

BLDG 26 WALL

2"
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BUILDING 26 CANOPY ELEVATIONS, SECTIONS,
DETAILS
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26

REFERENCED FROM /  3/4" = 1'-0"2 A-105 1
SECTION THROUGH EXISTING SPACE FRAME

REFERENCED FROM /  1/4" = 1'-0" 5
BUILDING 26 CANOPY - WEST ELEVATION

REFERENCED FROM /  1/4" = 1'-0"2 A-105 7
BUILDING 26 CANOPY - NORTH ELEVATION

REFERENCED FROM /  3" = 1'-0"1 A-327 4
DETAIL @ SPACE FRAME COLUMN

REFERENCED FROM /  3" = 1'-0"1 A-327 2
DETAIL @ SPACE FRAME FASCIA - BOTTOM

ORIGINAL SPACE FRAME PLAN
FROM PAGES 26-41 OF PROJECT NO. 589.020 & 589.021

(SOUTH SIM/OPP)

REFERENCED FROM /  3" = 1'-0"1 A-327 3
DETAIL @ SPACE FRAME FASCIA - TOP

REFERENCED FROM /  3" = 1'-0"7 A-327 6
DETAIL @ SOFFIT ALONG BLDG 26

DEDUCT 2B:

OMIT MODIFICATIONS TO BLDG 26 CANOPY.

ELIMINATES WORK SHOWN ON THIS SHEET.

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

1.D.1 6

958' - 2"

T.O. STEEL

SECTION @ GRID LINE D SIM EXCEPT

SOFFIT @ 8'-8", SIM 3/A-321

16a

EQUIPMENT BY OWNER, RE: I-115.
PROVIDE BLOCKING IN WALL.

955' - 6"

LOBBY CEILING

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

03 Third Floor
969' - 6 1/2"

R2

953' - 0"

DOOR HEAD

WEATHER-TIGHT ALUMINUM ROOF BY
REVOLVING DOOR MFR

FA
SC

IA

1
' -

 5
 1

/2
"

A-522

8
Sim

A-522

9
Sim

A-521

11
Sim

PRE-FIN ALUMINUM COMPOSITE PANEL W/
VERTICAL JOINTS.  SEE NOTE.

PRE-FIN SHT MTL FLASHING

ALUMINUM COMPOSITE PANEL NOTE:
ALUM COMPOSITE PANELS INSTALLED IN A SET SEAL SYSTEM WITH 1/2"
MIN VERTICAL JOINTS SPACES TO ALIGN WITH CURTAIN WALL MULLIONS

AND TO ALLOW FOR THERMAL MOVEMENT.  PANELS ARE FORMED WITH
0.020 INCH (0.50 mm) THICK ANODIZED ALUMINUM SHEETS AND FIRE-
RETARDANT EXTRUDED THERMO PLASTIC CORE.  EXTERIOR FINISH TO BE

CLASS 1 ANODIZED ALUMINUM TO MATCH CURTAIN WALL.  PROVIDE
ATTACHMENT SYSTEM, PANEL STIFFENERS, FLASHING, TRIM, AND

ACCESSORIES FOR A WEATHER-TIGHT SYSTEM.  INSTALL SILICONE
SEALANT AT JOINTS AND PERIMETER.  EXTEND FRAMING, SHEATHING,
AND AIR BARRIER BEHIND PANELS.

REFER TO 1/A-322 FOR

SIM NOTES & DETAILS

01 First Floor
946' - 0"

02 Second Floor
958' - 0"

WINDOW SILL

WINDOW HEAD

T.O. MASONRY & FRAMING

T.O. STEEL

TYP FIN GRADE

961' - 0"

947' - 0"

945' - 4"

A-522

4
Sim

W/ STOREFRONT WINDOW SYSTEM

958' - 2"

A-521

11
Sim

A-522

9
Sim

G

954' - 8"

6" ULTRA-THERMAL STOREFRONT SYSTEM W/ HIGH-PERFORMANCE
SILL, HEAD, & JAMB RECEPTORS.  OUTSIDE FACE OF FRAME INSET
3 1/4" FROM FACE OF MASONRY.  GLAZING TO BE SEU-2.

Drawing Title

Approved: Kathleen R. Fogarty, Medical Center Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.             of

ENGINEERS & CONSULTANTS: ARCHITECT:

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e
 
fo
o
t 1
6

8
4

0

B

A

C

D

E

F

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

6
"

1
0

6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

2
0

6
"

6
"

0
2

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

th
re
e
 
e
ig
h
th
s
 
in
c
h
 
=
 
o
n
e
 
fo
o
t

4
0

0
4

8

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e
 
fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

4801 LINWOOD BLVD, KANSAS CITY, MO 64128
InSite Group, Inc.

1950 NW Copper Oaks Cr
Blue Springs, MO 64015

816.228.3377

STRUCTURAL

Leigh & O'Kane

9201 Ward Parkway, Suite 301
Kansas City, MO 64114

816.444.3144

CIVIL

SK Design Group, Inc.

4600 College Blvd, Suite 100
Overland Park, KS 66211

913.451.1818

FIRE PROTECTION & LIFE SAFETY

FSC, Inc.

9225 Indian Creek Pkwy, Ste 300
Overland Park, KS 66210

913.722.3473

ASBESTOS ABATEMENT

Terracon

13910 W 96th Terrace
Lenexa, KS 66215

913.492.7777

COMMISSIONING

Pro Balance, Inc.

5411 West 40 Highway
Blue Springs, MO 64015

816.228.7800

Wellner Architects, Inc.

802 Broadway Blvd, 4th Floor
Kansas City, MO 64105

816.221.0017

MECHANICAL, ELECTRICAL,

PLUMBING, TELECOM, SECURITY

4
/1

4
/2

0
1
6
 4

:2
3
:2

1
 P

M

A-328
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1

REFERENCED FROM /  3/4" = 1'-0"1 A-103.B 3
SECTION THROUGH LOBBY SOUTH WALL, DEDUCT 7 REFERENCED FROM /  3/4" = 1'-0"1 A-103.A 1

SECTION THRU REVOLVING DOOR, DEDUCT 5

REFERENCED FROM /  3/4" = 1'-0"1 A-103.B 2
SECTION THROUGH LOBBY SOUTH WALL, DEDUCT 7

No. Description Date



01 First Floor
946' - 0"

02 Second Floor
958' - 0"

957' - 2"

T.O. FRAMING

A-522

2
Sim

EXT GYP BD SOFFIT, PAINT

956' - 6"

6" 16 GA. MIN STUDS @ 16" O.C. MAX W/ R-19 BATT INSUL,
5/8" EXT SHEATHING W/ AIR BARRIER & GLASS MAT BD.
INT. BRACE TO ROOF FRAMING.

ALUM COMPOSITE PANELS ON MTL FRAMING W/ EXT
SHEATHING & AIR BARRIER

BUILT-UP BOX BEAM HEADER

STAINLESS STEEL COLUMN COVER W/ REVEALS.
COORDINATE W/ ACCESS CONTROL.

HIGH PERFORMANCE ALUM ENTRY.  GLAZE W/ 9/16" LAM-1.

REVOLVING DOOR BEYOND

ALL BEAMS & COLUMNS TO HAVE 2-HR SFRM

ROOF DECK TO HAVE 1-HR SFRM

INTERIOR VESTIBULE GLAZING:
6" THERMALLY BROKEN STOREFORNT W/ INSULATED

TEMPERED GLAZING IN HAZARDOUS CONDITIONS &

INSULATED HEAT-STRENGTHENED ELSEWHERE.

GYP BD CEILING SUSPENDED FROM STRUCTURE ABOVE, PAINT

FLASHING W/ PRE-FINISHED MTL COUNTER FLASHING & RECEIVER.
INSTALL RECEIVER IN MASONRY JOINT 10" ABOVE TOP OF ROOF.

COLUMN COVER W/ REVEALS TO CONCEAL VESTIBULE ROOF DRAIN LINE
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REFERENCED FROM /  3/4" = 1'-0"1 A-103.B 1
SECTION THRU VESTIBULE, DEDUCTS 7, 8

No. Description Date

REFER TO 1/A-322 FOR SIM NOTES & DETAILS
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